
JON M.
Gova aor

GARYn"HERBEN,'T
Li.turGovqw

State of Utah
DEPARTMENT OT' NATURAL RESOIJRCES

MICIIAELR. STYLEN,
MttileDltw

Division of \iletcr Rigbts
JENN,YD.OLDS

Sote heincqtDivisb Dbtm
Nove,rnber 2,2007

Connely Baldwin" Hydrologist
PacifiCorp
1407 West North Temple
salt Iake city, uT 84tt4

Re: santa clara River, Pacificorp Measuring Devices and Headgates
SEAA 1248

Dear Connely:

This letter is to follow up on ourrecent phone conversation-

Attached is a copy of the distibution order that was issued by the State engineer to Utatr power and
Light who was the predecessor to Pacificorp (power companyl. Thar ordJrequired the installation
ofmeasuing devices, measr:re, c, rt and reporting of diversion ana canal flow 

-aata, 
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evaluation and limitation of losses in thc canals. The order rgquired that the measlre,n€nt data and
evaluation of losscs bc re,portcd to the Division of Water Rights (division), however, our records do
not indicate that this has been reported. Thc power comprny is hcreby rcquired to submit by
Jauuary 412008" en evaluetion of system losscs by crnel section elongn,itU tle melsurement
data gathered at the following locetions for the past l0 yoans:

Fh'me near Baker Campground
Flume Above Veyo Power Plant
Flurne below Veyo Power Plant
HighwayFlume
Flume above Upper Sand Cove Reseruoir
Flume below Gunlock Tailracc

kt 9t the power company is required to submit the measure,ment data for the above locations
to the Division on a monthly basis; the data strould be dclivered to Mike Silva, dishibution
engineer. If desire4 we can analgc to have the power company input the data directly to the
divisions database thrcugh the divisions website.

This requireinent may be partidly m* ttr.ouSh a project being impleme,nted by the Washington
Corurty Water Conservancy District (district). The dlstrict has received a Watcr 2025 Crrant from
the Brueau ogpsctam?tiog. andis in the pnocess of installing real-time telemety on the water
measuring devices at the diversions from the Santa Clara River. The state *glor* is fully
supportive of real time telemetry for watcrmeasur€,lne,lrt and is cncograging ils implcmentation
tbroughout the state. The division has contributed to the Santa Ctara tetlemltry 

L

project and believes it will improve water distribution and regulation- We expcct ttre
Plwer companywill coope,rate with the district in the installation of this equiime,nt
without the necessity of iszuing a distribution order requiring it.
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Division staffrecently conducted a rcvicw ofthe measuing devices and control stnrctures on the
power company canals. The mainte,lrmce and improvernent itEms the power company is requird to
address are listed bclow:

l. Power Compairy Ditch Flume near Balcsr Camp Gronnd:

o Lack of stilling area in fiont of weir causes qrccssivc vclocity in flume
o Calibrarc StaffGage mcasuring hcight in stilling well with actual in dcpth in flumeo clean or replacc staffgage to make it legible (and calibrate as above)
o RErnove moss grourlh at flunp entance
o Rernove vegetation around flume arca

2. Flune above Veyo Power Plant & Diversion from Santa Clara River
o Wood gatg atthe power company ditch divcrsion has no lockable headgate confol. Rcplace the

wood diversion gates with a substantial and lockable m€tal gate cantol.
. Dry dam across river has a wooden gatc which has bowed and failed. Replace the rivcr gate with a

substantial and locloble mc&'l ptc contol.
o Flume below diversion (above Veyo Power PlanQ has excessive growttr of thorny vegetation that

needs to be rernoved
o Lack of stilling area aod sand deposits in along the wing walls in fiont of thc flume causcs erccessive

velocity. Flume cotrancc needs to be clcaned of both sediment and vegetation
o StaffGage is mormted sidcways with one screw and must be swung down to get a measurancn! this

is complicarcd by thorny vcgetation in thc area. Sccurcly mount staffgage and calibrate it with the
bottom of the flr:me

3. Flume Below Veyo Power Plant
o Flumc bclow divcrsion has cxcessivc growth of thorny vegetation
o Lack of entrance stilling area and sand deposits in along the wing walls in front of weir causes

excessive velocity in flunrc.
o Flume entrance needs to be clanred of moss and sediment
o Cdibrate SaffGage messuring heigbt in stilling well with actual in depttr in flr:me

4. Highway Clossing Flume
o Debris, vegctation and Moss contribute to excessive velocity in this flumeo Gravel bar below the flume needs to be removed
o Moss at the flume entrancc needs to be rernovcd

5. Flume Above Sand Cove Reservoir.
o Exccssivc sand has filled in both the cntance and exit ways for this flume causing it to be

submcrged. The channel needs to be cleaned to allow tee flow conditions.o Catail growth above and bclow thc flume slrould be rc,moved at the same timc. Rgnove growth
arormd the si&s ofthe flume.
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6. Rediversion Stucture bclow Sand Cove Generating Sation:
o The Plywood gate *rould be replacd with a substantial metal gate and mechanism.

7. Flumc below GunlockPowcr Station Tailrace
. Flurnp was reccntly rcinstalled after flooding howevcr stilling well leaks and is not accuratc. Repair

Stilling basiq remove rocks and replace/clean saff gage.
o Access to weir is tcacberous due to loosc roclcy slopc; inrprovc access to flr:me to make it safe.
o Water is flowing around rmdcr flume, flume needs wing walls and th,cshotd along with enhance

stilling basin to reduce cntnancc velocity for proper opcration.

The power comprny is requircd to complete these reprir and rnaintenance items byJenuery
4,2008. If it eppeers complience by that dete wilt poce en undue burden on the power
company, a writtcn request for an ertcnsion of time within which to comply nry be
submitted. The requcst must be submitted by Deccmber 112007 and must include
justilicetion for an extension of time rnd r proposed schedule for completing the required
work

Failure to comply wittr the requireme,nts of this notice will result in the issuance of a State Engineer
Distribution Order and possible e,nforcernent action in accordance with Sections 73-2-25 and73-2-
26 Utah Codc, annotated.

If you have any questions regarding this notice please contact me by phone at (801) 538-7380 or by
e-mail at IeSim@ltah.cov or Mike Silv4 Distribution Engineer for the Santa Clara River, by
phone at (801) 538-7430 orby e-mail at MikeSilva@utah.sov.

Assistant State Engineer

Cc: Kurt Vest, Regional Engineo
Rod kavitt, Water Commissioner
Ron Thompsorq Washinglon County Water Consenrancy District
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